DETAIL 03410-20
COBB COUNTY WATER SYSTEM

GREASE TRAP

AUGUST 15. 2001 AGENCY DIRECTOR

24” HEAVY DUTY TRAFFIC WORTHY RINGS
AND COVERS MUST BE OVER INLET AND
OUTLET TEES ADJUSTED TO GRADE AS
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UNDISTURBED EARTH
PRECAST REINFORCED CONCRETE TANK MIN. 6"
750 GALLON MIN. 3000 GALLON #57 STONE
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